Peak Electricity Usage

Avg. Conv. 19.3 kWh
Avg. Zoned 12.9 kWh

Average Hourly kW Demand by the Cooling Systems
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3-House Average Demand by the Cooling System
on the System-Peak Day, Aug 17, 2009

The Zoned Systems ran longer during the night-time
to provide cooling to the top floor
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